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Vardar botnpykktarmzlingu 4 geymi B204 i oliubirgdast6d Skeljungs hf. 4 Eskifirdi

Umbhverfisstofnun béarust nidurstédur botnpykktarmelinga 4 geymi B204 sem er nr. 217-0616-
040101 og stendur i mengunarvarnapré félagsins 4 Eskifirdi. Geymirinn er 3500 m? stélgeymir,
byggdur arid 2002 og méiladur ad innan.

Mzlingarnar voru framkvamdar 27. mai 2015 af NDT ehf. og notadur var Sonatest T-Gage V.5
Mhz, s/n 05057849, kvardadur med 3 mm, 6 mm, 9 mm, 12 mm og 18 mm stilliklossum.

I skyrslu NDT ehf. kemur eftirfarandi fram: "Hlidar: Engin sjdanleg tring og mélning g63“.
,Botn: Engin sjdanleg teering og malning géd*.
Medfylgjandi er skyrsla NDT ehf. um botnpykktarmelingar geymisins.

Umhverfisstofnun sampykkir aframhaldandi notkun 4 geyminum. Botnpykktarmela skal eigi
sjaldnar en 4 10 4ra fresti.
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SKELJUNGUR HF ! ’ I
Taknideild
on Destructive Testings

B/t.: Bergsteinn Hjorleifsson
Holmaslod 8
101 Reykjavik

SKYRSLA

Pykktarmzlingar 4 geymi B204 fyrir gasoliu 4 Eskifiroi

ULTRASONIC THICKNESS MEASUREMENT

UTM SKYRSLA NR. 1557

MAI 2015
FASTANUMER: 217-0616 0401010

MZALINGAR FRAMKVZZEMDAR, STAPUR: ESKIFJORPUR



. N ive Testi
Framkvaemd maelinga on Destructive Testings

Pykktarmalingar framkvamdi Gisli Arnar Gudmundsson hja NDT ehf 4 Akureyri.
Upplysingar vardandi adstedur, notkun geymis o.fl. veitti Bjarni Freyr hja Skeljungi.

Framkvemd pykktarmalinga 4 geymi foru fram pann 27 mai 2015. Geymir er
maladur a0 utan og ad hluta ad innan. Nidurst6dur malinga eru skradar &

medfylgjandi teikningum af geymi.

bykktarmalingar

Vardandi stadsetningu ma:listada og nidurstodur pykktarmalinga 4 geymi er hér visad
a medfylgjandi teikningu (1 stk.). Malt var nedsta umfar asamt golfi. Einnig var
leitad sérstaklega eftir teerdum svaedum, p.e. synilegum "teringarblettum” a flstum og
eru nidurstddur peirra malinga merktar med stjornu (*).

Sja einnig medf. ljdsmyndir. Oll uppgefin mal 4 teikningum eru i mm.

Samkvamt upplysingaspjaldi kemur fram ad pykktir 4 nedsta umfari er 12mm og a
golfi 10mm og 6mm Af nidurstodum pykktarmzlinga og skodun 4 geymi kemur
eftirfarandi fram vardandi astand geymis:

Hlidar: Engin sjaanleg tering og mélning g6d.
Botn: Engin sjaanleg tering, og méalning god.

Akureyri 31 mai 2015
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Gisli Arnar Gudmundsson

Medf.: 2 bls. Ljosmyndir (2 stk.)
1 bls. Teikningar fra NDT ehf
1 bls. Stadfesting pykktarmzlinga
1 bls. Starfsleyfi til pykktarmzalinga fra Siglingastofnun.
1 bls. Stadfesting a kvordunar 4 pykktarmeeli.
1 bls. Skirteini skodunarmanns

NDT ehf - Adalstraeti 67 - 600 Akureyri - +3548440313 — ndt@internet.is



DT

Non Destructive Testings

STAPFESTING PYKKTARMALINGA

UTM SKYRSLA NR.: 1557

DAGS. SKYRSLU: 31 mai 2015

EIGANDI MALDS HLUTAR:  Skeljungur HF

REKSTRARAPILI DO: Skeljungur HF

DAGS. FRAMKV.: 27 mai. 2015

STAPUR (HVAR MALT): Eskifjorour

HVAD MALT: Geymir fyrir gasoliu

FASTANUMER: 217-0616-040101

MALIBUNAPUR: Krautkrimer. DM 4 Pykktarmezelir, S MHz
Stilliklossar(Calibration blocks): Smm, 8mm
og 16mm.
Medf. er vottord maelibiinadar (Certificate of
Conformity).

MZLING FRAMKVZZEMD AF:  Gisli Arnar Gudmundsson, NDT ehf.

SKIRTEINI (CERTIFICATE):  Ultrasonic Inspection — Level I
TAL12735/UT1/E/10
19/02/2010 — 19/02/2013
Ultrasonic Inspection — Level II
PCN GEN ISS 6 2010/ n.r. 52140
03/04/2012 - 03/04/2017

Hér stadfestist ad framkvaemdar hafa verid pykktarmelingar 4 ofangreindum
geymi ad innanverdu, nanar tilgreint vid nedsta umfar og golf geymis, i eigu og
rekstri Skeljungs HF, ad 6sk eiganda.

Nidurstodur melinga eru skradar 4 medfylgjandi 1 bladsioa (teikningar) og eru
61 mal i mm. Alls eru par skradar 484 nidurstddur fri melistédum og eru
nidurstédur mzelinga fra teerdum svadum par med taldar.

Pykktarmzlir og nemar tengdir binadinum voru sannreyndir og profadir med
meelingum 4 stilliklossum fyrir, 4 medan og ad loknum meelingum.

Skodad/dags./af: 31/05/15 Sampykkt/dags

2/. 1:7/1‘4_.5:- 20/7
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Myndir fra B204 skipagastoliugeymi
Myndir teknar vié melingu geymis mai 2015.

My

NDT ehf - Adalstrzeti 67 - 600 Akureyri - +3548440313 — ndt@internet.is



Mynd 4. Pak geymis.
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LAVENDER

INTERNATIONAL NDT TRAINING SCHOOL

Tel: (44) (0) 1226 765769 Fax: (44) (0) 1226 760707 E-mail: nicola@lavender-ndt.com

FOR VERIFICATION, PLEASE CONTACT THE ABOVE
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INVESTOR IN PEOPLE

Certificate of Training

ISt
This is to certify that R koAb . .

of SELF SPONSORED

has completed a course of training in:
ULTRASONIC INSPECTION - WELDS — LEVEL 2

To the syllabus outlined in the document: PCN GEN 135 62010

Date: 12.03 - 03.4.2012 Hours: 120

For Lavender International NDT Consultancy Services Ltd. No.

BSCOTT
52140

This course is accredited by the British Institute of NDT
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SIGLINGASTOFNUN

Starfsleyfi
til pykktarmaelinga 4 skipum

Starfsleyfid er veitt samkviemt heimild i logum um Siglingastofnun islands, nr.
6/1996, 16gum nr. 47/2003 um eftirlit med skipum og rg. nr. 94/2004 um starfshatti
faggiltra skodunarstofa skipa og bunadar.

Nafn: Heimili: Sveitarfélug: Kt.:
NDT ehf. Adalstreti 67 600 Akureyri 450111-0310
- Gisli Arnar Gudmundsson Adalstrwti 6, 600 Akureyri 251172-4639

Mea starfsleyfi pessu er ofanritudum veitt heimild til ad annast pykktarmaelingar a skipum og
batum, skyrslugerd og innfeerslu i skipaskra vegna peirra.

Um framkvaemd pykktarmalingar, skyrslugerdar og innfarslu i skipaskra skal hafa samrad vid
starfsmenn Siglingastofnunar Islands. Fylgja skal akvadum i 16gum, reglugerdum og
verklagsreglum um pykktarmalingar, sja nr. 25.04.02.07.02 bykktarmaling & skipum sem
smidud eru Ur malmi.

Gildi starfsleyfis cr m.a. bundid pvi skilyrdi ad akvadi 8. gr. rg. nr. 94/2004 um starfshetti
faggiltra skodunarstofa skipa og binadar séu &tid uppfylit.

Starfsleyfid gildir til: 28. februar 2018

Fella ma starfsteyfio or gildi of ckki er farid [ einu o 6llu cfiir settum reglum,

F.h. Siglingastofnunar islands
(
Képavogi 14. mai 2013 Y%{ﬁ? Qru\q )

Stadur Dagsetning 7 Undirskrift og stimpfll *




| Certificate of Conformity and Calibration

Certificate Number: 05057848 Date of Issue: 20 October 2014

| — — e e —— I
fnptrumant Typo: T-GAGE VT DLW ULTRASONIC THICKNESS GAUGE
Sonal Number: (5057848
Tranaducer Moadest DK-537TEE

Transducer Serial Number;: 3895

Calibration Dua:

20 Octobar 2015

Sanitest Limited certifies that the above Instrument conforms to, and has been calibrated to meet or
wareed the ganeral requirements of 11 0363 lssue: 03, and that ali Systems used, meet or

eateed the peneral requirements of ISO S001:2D0R.

thiz calibiration was imied out asing instruments and Standands that are calibrated

Signed

agakist Natiomally Traceable Standards.

Quality Calibsrution
Assurante Engineer
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